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        Arzel Zoning Technology 
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* One Zone has priority in Clg and/or Htg 

 Where Comfort is Guaranteed 
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Clg Priority - Priority Zone “Y1” wired to       
               subordinate zones “W2” terminal 
 
Htg Priority - Priority Zone “W1” wired to      
                  subordinate zones “Y2” terminal 
  Can only use with single stage Thermostats 
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* One Zone has priority with 2nd stage (Y2) Call 
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Zone solenoids 
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Clg Priority - Priority Zone “Y2” wired to       
               subordinate zones “W2” terminal 
 
Htg Priority - Priority Zone “W2” wired to      
                  subordinate zones “Y2” terminal 
  Can only use with single stage Thermostats 
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2 Stage T-Stat 


