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2 Stg Heat Pump w/1 stg Stats & Crisscross Jumpers
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                    Emergency Heat Control
     (Resistance heat without compressor operation)

                    “Outdoor Stat” terminals
To engage the Emegency Heat Mode from either thermostat,
energize the emergency heat relays to provide a closure
across the “Outdoor Stat” terminals (5vdc) and the “W”
zone terminal (24vac).

When the AirBoss panel is set for Non Fossil Fuel Heat Pump
it will not except a “W1” without a Y1, G  from the thermo-
stat, unless it is in the Emerg Heat mode.

Z-1 W1 wired to Z-2 W2
Z-1  Y1 wired to Z-2  Y2
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24vac

Controlling Two stage Heat Pump and Two StageAuxiliary Heat w/ Single Stage Thermostats
By placing a jumper from the Zone 1 - Y1 terminal to the Zone 2 - Y2  terminal.  This wiring
strategy will energize 2nd stage operation anytime both zones are calling and serve any single
zone call with 1st stage operation.
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