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ZVI Board to control Hydronic Heat w/ 2 stg HP used as Back-Up

AirBoss - 3
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Hydronic Zone valves and/or Pump 
Relays

Controlled by T-stat W2 via the ZVI board

With the Thermostat in the Emerg Ht mode 
it will use Hydronic Heat to serve the zones

With the Thermostat in the Normal Heat mode 
it will use the Heat Pump serve the zones

With the Thermostats configured for all Elect 
(E/E) and in the “Normal” heating mode, 

calling for the 3rd stg of heat will engage the 
Hydronic heat and shut off the heat pump

With the Thermostats configured for Duel Fuel 
(Add On) and in the “Normal” heating mode, 
calling for the 3rd stg of heat will engage the 

Hydronic heat with the heat pump

24vac 40va 
Plug in 

Transformer
Provides 10va per zone
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