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Single Stage Heat Pump

Note #1

Notes
 #1- “O” is energized in Clg,   
        “B” is energized in Htg
 #2- From T-stat “O” must be 
       energized in Cooling
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Note #2
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Note #1 Note #1

Notes
 #1- Y2 from zones 2/3 are   
        crisscrossed to prevent 
        2nd stg operation with  
         one small zone calling

Note #1
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Two Stage Heat Pump

Note #1

Notes
 #1- “O” is energized in Clg,   
        “B” is energized in Htg
 #2- From T-stat “O” must be 
       energized in Cooling
 #3- Y2 fron zones 2/3 are   
        crisscrossed to prevent 
        2nd stg operation with  
         one small zone callingNote #2
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