
CoolMizer with In Line Fan Relay
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Outdoor Sensor 24 VAC from
Arzel Transformer

Thermostat
2H/2C

Air Handler

Sensor provided with 15' cable. 
18ga T-stat cable is acceptable to 

add length.
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Optional Y2 signal from thermostat will engage 
mechanical cooling during economizer operation

Arzel Zoning Technology, Inc.
800-611-8312 / www.arzelzoning.com
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To In-Line 
Fan

CoolMizer Operation
Cooling calls served as follows

Outdoor air not suitable for economizer
Mechanical cooling is engaged

Outdoor air is suitable for economizer
In-Line Fan is engaged
Mechanical cooling and Fan are not-engaged


