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Refer to the Evergreen Installation Guide
For electrical connection options and details 
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Refer to the Evergreen Installation Guide
For electrical connection options and details 

A H       Cond

High Volt Signal Connections
½ HP Motor
HV1 & HV2 = ½ -⅓ HP
HV1            = ⅓ - ¼ HP
HV2            = ¼ - 1/5 HP

1 HP Motor
HV1 & HV2 =       ¾ HP
HV1            = ½ - ¾ HP
HV2            =       ½ HP

W2 and Y2 AH connections add two 
speeds controlled by Zone Weight

High Volt Signal Connections
½ HP Motor
HV1 & HV2 = ½ -⅓ HP
HV1            = ⅓ - ¼ HP
HV2            = ¼ - 1/5 HP

1 HP Motor
HV1 & HV2 =       ¾ HP
HV1            = ½ - ¾ HP
HV2            =       ½ HP


