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York Modulating Furnace w/Two Stage H/P Series YZE / HC5B / HL5B
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York Stat # PP32U7

Zone 3 is identical to 
zones 2 & 4

Outside Air 
SensorLeaving (discharge) 

Air Sensor Both sensors included with Panel

The Heat PumPro will initiate 
the W1, W2 and Y2 OUT to 

the Furnace 


