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Multi-Stage Heat Pump Thermostat @ Zone 1
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All Thermostats are Basic Single-Stage Heat/Cool Type
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Single-Stage H/C T-stat

Zone 3 is identical to 
zones 2 & 4

Outside Air 
Sensor

Leaving (discharge) 
Air Sensor

Both sensors included with Panel
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Humidification and Dehumidification wiring
With Lennox Signature thermostat or Carrier Thermidistat
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Lennox Signature
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Humidification and Dehumidification wiring
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zones 2 & 4
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