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All  other thermostats are Basic Single-Stage Heat/Cool Type

Heat PumPro

Min 2
Fuse

PWR    ON

             OFF

PUMP      LEAVING     OUTSIDE
                 AIR TEMP     AIR TEMP

MAN

MPS

  AUTO

Reset

Back Enter

HVAC Output

Outside Air 
Sensor

Leaving (discharge) 
Air Sensor Both sensors included with Panel and need to be connected

24vac 40va 
Plug in Transformer

110V
Receptacle

R
W
Y
G
CZo

ne
 2

R
W
Y
G
CZo

ne
 3

R
W
Y
G
CZo

ne
 4

R  W  Y  G  C

R W B R W B

Always configure Zone 1 T-stat to 
energize “O” in the cooling mode

The set-up wizard will ask what mode you want to 
energize the O/B output terminal
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