
Arzel Zoning Technology, Inc.
4801 Commerce Parkway

Cleveland, OH 44128
Ph: 800-611-8312

Www.arzelzoning.com

Description:

Drawn By: Date Drawn: Revision Date:

Drawing Number:

© copyright 2000 by Arzel Zoning Technology, Inc.

R  W1  Y1  G  O  C   E R W1 W2 Y1 Y2 Y1 Y2 G O/B D H C C

R W1  Y1  G  C
R W Y1 Y2 O C

R
W
Y
G
C

Air Handler  Condenser

R  W  Y  G  C

Heat PumPro

Min 2
Fuse

PWR    ON

OFF

R
W
Y
G
C

R
W
Y
G
C

R 
W1 
W2 
Y1  
Y2  
G  
O 
C 
E

PUMP      LEAVING     OUTSIDE
                 AIR TEMP     AIR TEMP

MAN

MPS

  AUTO

Reset

Back Enter

Air Handler/Furnace Heat Pump

Zone 1

Zo
ne

 2
Zo

ne
 3

Zo
ne

 4

HVAC Output

Multi-Stage HP T-stat

Outside Air 
Sensor

Leaving (discharge) 
Air Sensor Both sensors included with Panel must be installed

R  W  Y  G  C
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confirming proper air flow.
Using the G terminal on the 
furnace as low stage fan and 
Y as high stage.
There will be no constant fan 
operation.

HPP w/ Carrier oil furnace and 2 stage HP.
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