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HPP w/ ZVI to Zone Valves as BP back up

HPP w ZVI to Zone Valves
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HPP Set-Up settings

Type of back-Up - “Electric”
Res Lock-Out OAT - “Lock-In”
Back-Up Controls Fan - “True”
Use Bal Pt for Elect - “True”

Zone 4 would be 
wired as Zones 2 & 3

1-30-13

HeatPumPro™ w/ZVI Controlling Hydronic zone valves as back-up

N/O

“W1” Output will energize and 
allow Base Brd Htg only when 

the Heat Pump is not 
maintaining the set “Heat 
Stage Threshold Temp” or 
when the OAT is below the 

Balance Point Setting

DC/AC switch 
must be set to AC 

for zone valves

Air Handler Heat Pump


