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The Heat PumPro will initiate 
the W1, W2 and Y2 OUT to 

the Furnace 
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Notes
1 – When connected, the Heat Pump can initiate W1, 

W2 and Y2 to the air handler 
(this might create the need for a bypass duct)

2 – Y2 call from Z-1 thermostat will advance output 
signals to the next higher stage

3 – A call for “E” at zone 1 will cause all heat calls to 
be served with W1/W2 only (no HeatPump)
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