
Turn the panel off 
and turn the MPS 
switch to the on/
maunal position

A digital monometer that will measure at least 40" W.C. pressure and vacuum is required to properly 
test the pump.

Remove the blue 
tube form the 

vacuum side of the 
pump and connect 

the monometer

Pressure Port Vacuum Port

Open to atmosphere
Do Not connect 

anything to these ports

Is the the 
vacuum greater 
than -35" W.C.

Replace the Pump 
Part# PMP-PUMP1

NO

The pump is OK 
proceed to damper 

trouble shooting

YES

Panel 
Enclosure

Top View

Remove the 
Yellow tube form 
the Pressure side 
of the pump and 

connect the 
monometer

Is the the 
vacuum greater 
than +40" W.C.

NO

YES


