
Damper troubleshooting using A digital monometer
The monometer must be capable of reading up to 40" WC.

Pressure and vacuum

Complete the pump check out procedure 
before proceeding with damper 

troubleshooting.  Document the pressure and 
vacuum readings.

Turn the board 
power switch to off

Install the monometer in one zone using a tee and 
some tubing and cap off the remaining zones.  

Turn the MPS 
switch to on or 

manual.

Did the vacuum reading 
match the reading on the 

pump (+/- 5" WC.).

The dampers in 
the zone are OK, 

repeat the process 
with the  remaining 

zones.

Yes

Cap off or pinch off 
the tube going to a 

damper in that 
zone

NO

Did the vacuum reading 
match the reading on the 

pump (+/- 5" WC.).

The Damper is 
bad replace the 

damper.
YesNoGo to the next 

damper in line

Arzel Zone panel

Cap off tee or 
Pinch off 

branch tubes 
with a pair of 

pliers

Monometer

45" WC.


